
ne 

\ 

Notes: 
All tests conducted at turbine throttle valves wide-open. 
Tests 7 & 8 conducted by POT with test mstmmentation. Refer to the Thennal Peericlimance Test Results on Intcnnountain Powcr Project (lPP) Unit #2 Turbine Cycle test 
report (April 2002) for additional infonnation. 
Tests 9, 10 & upgrade tested using station instmmentation corrected to test instmments readings. 
HP turbine efficiency - POT test uncertainty ±0.346%, enthalpy drop efficiency calculated with inlet conditions measured before stop valves, exhaust measured after balance 
gland leakage flow mix. 
HP turbine wheel power- POT test uncertainty ±2.508%, throttle flow corrected to design conditions (2412.2 psia, 10000). 
Throttle flow - POT test uncertainty ±2.51O%, corrected to design throttle conditions (2412.2 psia, 1000°). 
IP turbine efficiency Enthalpy drop efficiency calculated with inlet conditions measured before combined reheat valves and exhaust measured at LP-A turbine inlet (POT), 
14th stage extraction (Station). 
Net turbine cvcle heat rate- POT test uncertainty ±2.554%, test heat ratc was adjusted to POT test values and corrected to design throttle & reheat conditions, design turbine 
back-pressure, and contract cycle using station pepse model. 

POT test uncertainty ±O.4S9%, station measurement con'ected to POT test measurements and COlTectcd to throttle & reheat conditions, turbine 
back-pressure, 6.9% reheat pressure drop, and contract cycle using station pepse model. 
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